Nr. IC-016

Ugunsdros$o varstu FDMQ uzstadiSanas shéma saskana ar Mandik
tehniskajiem datiem TPM 103/14 rev.9.

Sahtas sienas konstrukcija — java vai gipsis

Installation opening has to 1 10
be reinforced by steel U-
profile. Profile is fixed by 5{] 20
screws 23,5 mm with corre- )
sponding length. Distance
between screws 200 mm. 3 /§ 5 7T 2D
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Poz. Produkts ETA EAD Sert. DoP Razotajs

1 UgunsdroSais varsts FDMQ/ fire damper Mandik

2 Java vai gipsis

3 UgunsdroSas plaksnes 20mm

4 Terauda U profils

5 Skriives

6 Papildus ugunsdro3a plaksne 20mm, pieméram Mercor Silboard.

Mezgs nav testéts péc ETA standartiem, izstradats uz ripnicas testéta mezgla pamata, izmantojot ekvivalentus
ugunsdro3as aizdares materialus, kas ir atlauti saskana ar instrukciju TPM 103/14 rev.9.

Pirms iestrades objekta mezglu saskanot ar atbildigajam uzraudzibas iestadém.
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