Report of HEPA ULPA Filter Leak Test
According to DIN 24184

FILTER DATA

Filter:

Type:

Integral efficiency [%].
Local efficiency [%]:

Class to EN 1822:

Size [mm]:

Air flow [m¥h]:

Resistance to air flow [Pa]:
Reference number:

Serial number:

PZ14.8T00
HEPA 22 R26
99.95 at MPPS
99.75 at MPPS
H13
610x610x292
4000

250

22 20

601049

INSPECTION RESULTS

Date [dd-mm-yyyy]:
Test number:

Leak test method:
Number of leaks:

TEST PASSED

21-05-2022

10 Operator:

Oil mist test Test aerosol
0

B

2 1 MAY 2022
=

Z.C.
Paraffin oil




